
Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070011

PWS Name

KENSINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

7,553

Residential

2,829

Industrial Combined AgriculturalCommercial

228

Towns Served:                           BERLIN, NEW BRITAIN, NEWINGTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

8 routine (RT) per monthChlorine Residual  (0999)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/22Select from Inventory of Active Sampling Points

8 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19

5/1/19 - 5/31/19

6/1/19 - 6/30/19

7/1/19 - 7/31/19

8/1/19 - 8/31/19

9/1/19 - 9/30/19

10/1/19 - 10/31/19

2 routine (RT) per quarterDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/18 - 12/31/18 10/1-10/31 CompleteFARMINGTON AVE. PUMP (K-1)

1/1/19 - 3/31/19 1/1-1/31 Complete

4/1/19 - 6/30/19 4/1-4/30

7/1/19 - 9/30/19 7/1-7/31

10/1/18 - 12/31/18 10/1-10/31 CompleteELLWOOD ROAD PUMP ST (K-2)

1/1/19 - 3/31/19 1/1-1/31 Complete

4/1/19 - 6/30/19 4/1-4/30

7/1/19 - 9/30/19 7/1-7/31

20 routine (RT) per yearLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/18 - 12/31/18 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/19 - 12/31/19 6/1-9/30

1/1/20 - 12/31/20 6/1-9/30

Page 1Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070011

PWS Name

KENSINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

7,553

Residential

2,829

Industrial Combined AgriculturalCommercial

228

Towns Served:                           BERLIN, NEW BRITAIN, NEWINGTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

8 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19

5/1/19 - 5/31/19

6/1/19 - 6/30/19

7/1/19 - 7/31/19

8/1/19 - 8/31/19

9/1/19 - 9/30/19

10/1/19 - 10/31/19

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2010

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2011

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2012

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2018

SUBMIT CCR TO THE DEPARTMENT 6/30/2019

SUBMIT CCR CERTIFICATION FORM 8/9/2019

CROSS CONNECTION SURVEY REPORT 3/1/2020

Public Notification Requirements

Violation/Situation ReceivedDue to DPH

Compliance
Period Required Performed

Notice 
Tier

Public Notification PN Certification

10/1/12 - 12/31/12Disinfectant Byproducts - TTHM & HAA5 M&R Violatio 3 4/13/20144/3/2014

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

4 GENERIC DISTRIBUTION Y  A00600 DISTRIBUTION SYSTEM

AB-1 20 FARIVIEW DR.  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

K-1 FARMINGTON AVE. Y  A Y

K-10 GRISWOLD SCHOOL Y  A

K-11 54 CHAMBERLAIN HIGHW Y  A

K-12 21 CHAMBERLAIN HWY Y  A

K-13 CITGO - 152 NEW BRIT Y  A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070011

PWS Name

KENSINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

7,553

Residential

2,829

Industrial Combined AgriculturalCommercial

228

Towns Served:                           BERLIN, NEW BRITAIN, NEWINGTON

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

K-2 ELLWOOD ROAD PUMP 
ST

Y  A Y

K-3 CHAMBERLAIN HWY 
PUMP

Y  A

K-4 CHAMBERLAIN HWY. WEL Y  I

K-5 KINDERCARE Y  I

K-6 LEDGECREST CONV. HOS Y  A

K-7 WEBSTER BANK Y  A

K-8 MOORELAND HILL SCHOO Y  A

K-9 7-11 NEW BRITAIN RD. Y  I

LC 15 15 WHISPERING BROOK 1A

LC 154 150 SPICEWOOD 1A

LC 167 167 SPICEWOOD 1A

LC 179 179 VINEYARD 1A

LC 183 183 SPICEWOOD 1A

LC 193 193 SPICEWOOD 1A

LC 21 21 PARISH DR 1A

LC 230 230 VINEYARD DRIVE 1A

LC 26 26 PARISH DR 1A

LC 27 27 PARISH DR 1A

LC 3 3 WHISPERING BROOK 1A

LC 33 33 PARISH DR 1A

LC 36 36 VINEYARD 1A

LC 39 39 PARISH DR 1A

LC 42 42 PARISH DR 1A

LC 48 48 PARISH DR Y 1A

LC 54 54 PARISH DR 1A

LC 60 60 PARISH DR Y 1A

LC 66 66 VINEYARD 1A

LC 78 78 SPICEWOOD 1A

LC 84 84 PARISH DR 1A

LC 90 90 PARISH DR 1A

LC 95 95 SPICEWOOD 1A

LC-1 48 WEST LANE  A

LC-10 188 SPICEWOOD  A

LC-11 230 VINEYARD  A

LC-12 3 WHISPERING BROOK Y  A

LC-13 15 WHISPERING BROOK Y  A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070011

PWS Name

KENSINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

7,553

Residential

2,829

Industrial Combined AgriculturalCommercial

228

Towns Served:                           BERLIN, NEW BRITAIN, NEWINGTON

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

LC-14 19 WHISPERING BROOK  A

LC-15 63 WHISPERING BROOK  A

LC-16 65 WHISPERING BROOK  A

LC-17 84 WHISPERING BROOK  A

LC-18 123 WHISPERING BROOK  A

LC-19 340 MOORELAND HILL  A

LC-2 70 WEST LANE  A

LC-20 352 MOORELAND HILL  A

LC-21 21 PARISH DR Y  A

LC-22 27 PARISH DR Y  A

LC-23 26 PARISH DR Y  A

LC-24 33 PARISH DR Y  A

LC-25 39 PARISH DR Y  A

LC-26 42 PARISH DR Y  A

LC-27 48 PARISH DR Y  A

LC-28 54 PARISH DR Y  A

LC-29 60 PARISH DR Y  A

LC-3 35 SPICEWOOD  A

LC-30 61 PARISH DR Y  A

LC-31 74 PARISH DR Y  A

LC-32 81 PARISH DR Y  A

LC-33 84 PARISH DR Y  A

LC-34 90 PARISH DR Y  A

LC-35 93 PARISH DR Y  A

LC-36 98 PARISH DR Y  A

LC-37 103 PARISH DR Y  A

LC-38 110 PARISH DR Y  A

LC-39 7 WHISPERING BROOK Y  A

LC-4 47 SPICEWOOD  A

LC-40 62 WHISPERING BROOK Y  A

LC-41 36 VINEYARD Y  A

LC-42 66 VINEYARD Y  A

LC-43 67 VINEYARD Y  A

LC-44 179 VINEYARD Y  A

LC-45 188 VINEYARD Y  A

LC-46 65 SPICEWOOD Y  A

LC-47 78 SPICEWOOD Y  A

LC-48 95 SPICEWOOD Y  A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070011

PWS Name

KENSINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

7,553

Residential

2,829

Industrial Combined AgriculturalCommercial

228

Towns Served:                           BERLIN, NEW BRITAIN, NEWINGTON

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 2 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IIIMCKEON, DANIEL P. CHIEF OPERATOR

6/30/2021WATER TREATMENT PLANT OPERATOR IN TRAINING

3/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS IIIPOTANKA, DAVID J. ASSIGNED OPERATOR

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

LC-49 100 SPICEWOOD Y  A

LC-5 54 SPICEWOOD  A

LC-50 150 SPICEWOOD Y  A

LC-51 167 SPICEWOOD Y  A

LC-52 183 SPICEWOOD Y  A

LC-53 193 SPICEWOOD Y  A

LC-54 101 ROBINDALE  A

LC-55 56 GLENVIEW Y  A

LC-56 333 WEST LANE  A

LC-57 71 WHISPERING BROOK Y  A

LC-6 36 SPICEWOOD  A

LC-7 66 SPICEWOOD  A

LC-8 67 SPICEWOOD  A

LC-9 179 SPICEWOOD  A

T&H-1 947 FARMINGTON AVE. Y  A

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

19256 INTERCONNECT - NBWD - 
SHUTTLE MEADOW RD

51683 ELLWOOD RD PUMP STATION

51685 HILLSIDE RD PUMP STATION

55088 INTERCONNECT - NBWD - 
CORBIN AVE

55090 INTERCONNECT - NBWD - N 
BRITAIN RD

Job TitleOrganization

Kensington Fire District

Email Address

Zip Code

06037-0002

State

CT

City

Kensington

Business Phone Fax Mobile Phone Emergency PhoneExtension

Mailing Address Line One

P.O. Box 2

Mailing Address Line Two

Name

Mr. Daniel P. McKeon

Page 5Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070011

PWS Name

KENSINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

7,553

Residential

2,829

Industrial Combined AgriculturalCommercial

228

Towns Served:                           BERLIN, NEW BRITAIN, NEWINGTON

Service 
Connections

Contact Role(s): Administrative Contact, Legal Contact

Email Address

kensington.Fire@snet.net

Business Phone

860-828-9781

Fax

860-828-1604

Mobile Phone Emergency Phone

860-402-6561

Extension

    

Contact Role(s): Owner

Job TitleOrganization

Email Address

Zip Code

06000

State

CT

City

Emergency Contact

Business Phone

860-828-9781

Fax Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One

Emergency Contact

Mailing Address Line Two

Name

Kensington Fire District

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 6Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070021

PWS Name

BERLIN WATER CONTROL COMMISSION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

5,128

Residential

2,421

Industrial

15

Combined AgriculturalCommercial

121

Towns Served:                           BERLIN, MIDDLETOWN, NEWINGTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6 routine (RT) per monthChlorine Residual  (0999)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/2249 TOWN FARM LANE (B8)

6 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19

5/1/19 - 5/31/19

6/1/19 - 6/30/19

7/1/19 - 7/31/19

8/1/19 - 8/31/19

9/1/19 - 9/30/19

10/1/19 - 10/31/19

2 routine (RT) per quarterDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/18 - 12/31/18 12/1-12/31 Complete152 BERLIN TPKE (B4)

1/1/19 - 3/31/19 3/1-3/31 Complete

4/1/19 - 6/30/19 6/1-6/30

7/1/19 - 9/30/19 9/1-9/30

10/1/18 - 12/31/18 12/1-12/31 CompleteHUBBARD SCHOOL (B5)

1/1/19 - 3/31/19 3/1-3/31 Complete

4/1/19 - 6/30/19 6/1-6/30

7/1/19 - 9/30/19 9/1-9/30

20 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/18 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/19 - 12/31/21 6/1-9/30

1/1/22 - 12/31/24 6/1-9/30

Page 7Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070021

PWS Name

BERLIN WATER CONTROL COMMISSION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

5,128

Residential

2,421

Industrial

15

Combined AgriculturalCommercial

121

Towns Served:                           BERLIN, MIDDLETOWN, NEWINGTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19

5/1/19 - 5/31/19

6/1/19 - 6/30/19

7/1/19 - 7/31/19

8/1/19 - 8/31/19

9/1/19 - 9/30/19

10/1/19 - 10/31/19

Water System Facility: ELTON ROAD WELLS ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsNet Gross Alpha  (4000)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/21ENTRY POINT (3)

1/1/22 - 12/31/24

1 routine (RT) per three yearsUranium  (4006)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/21ENTRY POINT (3)

1/1/22 - 12/31/24

1 routine (RT) per three yearsCombined Radium-226/228  (4010)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/21ENTRY POINT (3)

1/1/22 - 12/31/24

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/18 - 12/31/18 CompleteENTRY POINT (3)

1/1/19 - 12/31/19 Complete

1/1/20 - 12/31/20

2 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)

1/1/20 - 12/31/22

Page 8Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070021

PWS Name

BERLIN WATER CONTROL COMMISSION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

5,128

Residential

2,421

Industrial

15

Combined AgriculturalCommercial

121

Towns Served:                           BERLIN, MIDDLETOWN, NEWINGTON

Service 
Connections

Monitoring Requirements
Water System Facility: ELTON ROAD WELLS ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per quarterOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/18 - 12/31/18 CompleteENTRY POINT (3)

1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19

7/1/19 - 9/30/19

Water System Facility: ELTON WELL 2A  (WSF ID: 1175)

1 routine (RT) per monthE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteELTON WELL 2A (2)

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19

5/1/19 - 5/31/19

6/1/19 - 6/30/19

7/1/19 - 7/31/19

8/1/19 - 8/31/19

9/1/19 - 9/30/19

10/1/19 - 10/31/19

Monthly Water System Facility (WSF) Level Monitoring Requirements
Water System Facility: ELTON ROAD WELLS ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Minimum:  0.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 7/1/2003

Y Y11/1/2018 - 11/30/2018

Y Y12/1/2018 - 12/31/2018

Y Y1/1/2019 - 1/31/2019

Y Y2/1/2019 - 2/28/2019

Y Y3/1/2019 - 3/31/2019

4/1/2019 - 4/30/2019

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Fluoride Monitoring  (FLRD)Fluoride Average:  1.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 7/1/2003

Y Y11/1/2018 - 11/30/2018

Y Y12/1/2018 - 12/31/2018

Page 9Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070021

PWS Name

BERLIN WATER CONTROL COMMISSION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

5,128

Residential

2,421

Industrial

15

Combined AgriculturalCommercial

121

Towns Served:                           BERLIN, MIDDLETOWN, NEWINGTON

Service 
Connections

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT CCR TO THE DEPARTMENT 6/30/2019

SUBMIT CCR CERTIFICATION FORM 8/9/2019

CROSS CONNECTION SURVEY REPORT 3/1/2020

Water System Facility: ELTON ROAD WELLS ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Fluoride Monitoring  (FLRD)Fluoride Average:  1.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 7/1/2003

Y Y1/1/2019 - 1/31/2019

Y Y2/1/2019 - 2/28/2019

Y Y3/1/2019 - 3/31/2019

4/1/2019 - 4/30/2019

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

4 GENERIC DISTRIBUTION Y  A00600 DISTRIBUTION SYSTEM

B4 152 BERLIN TPKE Y  A Y

B5 HUBBARD SCHOOL Y  A Y

B6 BAYER Y  A

B7 RTE 5 - 15 STATION Y  A

B8 49 TOWN FARM LANE Y  A Y

B9 MCGEE SCHOOL Y  A

BWCC-1 233 GROVE STREET 3A

BWCC-10 99 SPRING VALLEY DR NA

BWCC-10OLD 19 SUNMEADOW DRIVE NA

BWCC-11 222 STONY MILL LN. 2A

BWCC-11OLD 8 KELLY ANN CT NA

BWCC-12 38 PARK VIEW ROAD 3A

BWCC-12OLD 127 MATTASBASSETT ST NA

BWCC-13 158 SAVAGE HILL ROAD 3A

BWCC-13OLD 49 TOWN FARM LANE Y NA

BWCC-14 110 WILDERMERE ROAD 1A

BWCC-14OLD 187 MEADOW LANE NA

BWCC-15 323 WETHERSFIELD RD 3A

BWCC-16 91 HUMMINGBIRD LANE 3A

BWCC-16OLD 37 CARRIAGE LANE NA

BWCC-17 85 STEEPLEVIEW DRIVE 1A

BWCC-17OLD 68 SURREY LANE NA

BWCC-18 68 CASNER DRIVE 1A

Page 10Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070021

PWS Name

BERLIN WATER CONTROL COMMISSION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

5,128

Residential

2,421

Industrial

15

Combined AgriculturalCommercial

121

Towns Served:                           BERLIN, MIDDLETOWN, NEWINGTON

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

BWCC-18OLD 39 MATTABASSETT ST NA

BWCC-19 1518 ORCHARD ROAD 3A

BWCC-19OLD 99 HUMMINGBIRD DR NA

BWCC-1OLD 330 FOUR ROD RD NA

BWCC-2 124 JEFFREY LANE 1A

BWCC-20 531 TOLLGATE ROAD 3A

BWCC-20OLD 393 ELTON ROAD NA

BWCC-21 24 NORTON ROAD 3A

BWCC-21OLD 222 TOLL GATE ROAD NA

BWCC-22 23 OAK RIDGE DR 3A

BWCC-22OLD 64 SAVAGE HILL RD NA

BWCC-23 59 SORREL LANE 3A

BWCC-23OLD 53 CLOCK SHOP DRIVE NA

BWCC-24 117 SOMERSET DRIVE 1A

BWCC-24OLD 35 BROWNSTONE DR NA

BWCC-25 187 CANDLEWOOD DRIVE 1A

BWCC-25OLD 12 WATCH HILL NA

BWCC-26 89 LAMENTATION DRIVE 1A

BWCC-26OLD 1157 MILL STREET NA

BWCC-27OLD 971 NORTON RD NA

BWCC-2OLD 810 NORTON ROAD NA

BWCC-3 167 REWOOD LANE 1A

BWCC-3OLD 6 CLOCK SHOP DRIVE NA

BWCC-4 108 WILCX AVE. 3A

BWCC-4OLD 15 KELLY ANN CT NA

BWCC-5 118 BERLIN STREET 3A

BWCC-5OLD 303 FOUR ROD RD NA

BWCC-6 64 SAVAGE HILL ROAD 3A

BWCC-6OLD 33 TREE HILL RD NA

BWCC-7 222 TOLLGATE ROAD 3A

BWCC-7OLD 272 SPRUCE BROOK RD NA

BWCC-8 13 CONCORD DRIVE NA

BWCC-8OLD 66 COTTAGE ST NA

BWCC-9 78 TREE HILL ROAD 1A

BWCC-9OLD 115 COTTAGE ST NA

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

Page 11Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070021

PWS Name

BERLIN WATER CONTROL COMMISSION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

5,128

Residential

2,421

Industrial

15

Combined AgriculturalCommercial

121

Towns Served:                           BERLIN, MIDDLETOWN, NEWINGTON

Service 
Connections

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 2 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IIBUGAY, WAYNE CHIEF OPERATOR

12/31/2020WATER TREATMENT PLANT OPERATOR - CLASS I

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IISATKOWSKI, CHARLES J. ASSIGNED OPERATOR

12/31/2020WATER TREATMENT PLANT OPERATOR - CLASS I

6/30/2020DISTRIBUTION SYSTEM OPERATOR - CLASS IIPERZANOWSKI, MICHAEL ASSIGNED OPERATOR

12/31/2019WATER TREATMENT PLANT OPERATOR - CLASS II

3/31/2020WATER TREATMENT PLANT OPERATOR - CLASS IDORNFRIED, BILL ASSIGNED OPERATOR

3/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS II

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: ELTON ROAD WELLS TREATMENT STATION  (WSF ID: 6)

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IIBUGAY, WAYNE CHIEF OPERATOR

12/31/2020WATER TREATMENT PLANT OPERATOR - CLASS I

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IISATKOWSKI, CHARLES J. ASSIGNED OPERATOR

12/31/2020WATER TREATMENT PLANT OPERATOR - CLASS I

6/30/2020DISTRIBUTION SYSTEM OPERATOR - CLASS IIPERZANOWSKI, MICHAEL ASSIGNED OPERATOR

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

3 ENTRY POINT  A00700 ELTON ROAD WELLS ENTRY 
POINT

2 ELTON WELL 2A  A1175 ELTON WELL 2A

19259 INTERCONNECTION - NEW 
BRITAIN WATER DEPT

50018 INTERCONNECTION - 
CROMWELL FIRE DISTRICT

51549 LAMENTATION MOUNTAIN TANK

51551 WOODLAWN ROAD TANK

51555 INTERCONNECTION - 
KENSINGTON FIRE DIST

51559 WOODLAWN PUMP STATION

53275 QUINCY TRAIL PUMP STATION

53277 SILVER RIDGE PUMP STATION

6 ELTON ROAD WELLS 
TREATMENT STATION

2 WELL 1B  A60450 WELL 1B

Page 12Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070021

PWS Name

BERLIN WATER CONTROL COMMISSION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

5,128

Residential

2,421

Industrial

15

Combined AgriculturalCommercial

121

Towns Served:                           BERLIN, MIDDLETOWN, NEWINGTON

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: ELTON ROAD WELLS TREATMENT STATION  (WSF ID: 6)

12/31/2019WATER TREATMENT PLANT OPERATOR - CLASS II

3/31/2020WATER TREATMENT PLANT OPERATOR - CLASS IDORNFRIED, BILL ASSIGNED OPERATOR

3/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS II

Contact Role(s): Administrative Contact

Job Title

Manager

Organization

Berlin Water Control Com.

Email Address

rjarema@town.berlin.ct.us

Zip Code

06037

State

CT

City

Berlin

Business Phone

860-828-7065

Fax

860-828-7180

Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One Mailing Address Line Two

240 Kensington Road

Name

Mr. Ray Jarema

Contact Role(s): Legal Contact

Job Title

Attorney

Organization

Ciulla & Donofrio, Llp

Email Address

JDonofrio@cd-llp.com

Zip Code

06473

State

CT

City

North Haven

Business Phone

203-239-9828

Fax

203-234-0379

Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One

127 Washington Ave

Mailing Address Line Two

Name

Mr. Jeffrey Donofrio

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 13Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070031

PWS Name

WORTHINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

2,875

Residential

1,042

Industrial Combined AgriculturalCommercial

Towns Served:                           BERLIN

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

3 routine (RT) per monthChlorine Residual  (0999)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/22 CompleteSelect from Inventory of Active Sampling Points

3 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19

5/1/19 - 5/31/19

6/1/19 - 6/30/19

7/1/19 - 7/31/19

8/1/19 - 8/31/19

9/1/19 - 9/30/19

10/1/19 - 10/31/19

2 routine (RT) per quarterDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/18 - 12/31/18 10/1-10/31 Complete86 WOODLAWN ROAD (003)

1/1/19 - 3/31/19 1/1-1/31 Complete

4/1/19 - 6/30/19 4/1-4/30

7/1/19 - 9/30/19 7/1-7/31

10/1/18 - 12/31/18 10/1-10/31 Complete161 MASSARIO DRIVE (020)

1/1/19 - 3/31/19 1/1-1/31 Complete

4/1/19 - 6/30/19 4/1-4/30

7/1/19 - 9/30/19 7/1-7/31

10 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/18 CompleteSelect from Inventory of Active Sampling Points

1/1/19 - 12/31/21

1/1/22 - 12/31/24

Page 14Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070031

PWS Name

WORTHINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

2,875

Residential

1,042

Industrial Combined AgriculturalCommercial

Towns Served:                           BERLIN

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

3 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/1/18 - 11/30/18 CompleteSelect from Inventory of Active Sampling Points

12/1/18 - 12/31/18 Complete

1/1/19 - 1/31/19 Complete

2/1/19 - 2/28/19 Complete

3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19

5/1/19 - 5/31/19

6/1/19 - 6/30/19

7/1/19 - 7/31/19

8/1/19 - 8/31/19

9/1/19 - 9/30/19

10/1/19 - 10/31/19

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT CCR TO THE DEPARTMENT 6/30/2019

SUBMIT CCR CERTIFICATION FORM 8/9/2019

CROSS CONNECTION SURVEY REPORT 3/1/2020

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

001 1088 NORTON ROAD Y  A00600 DISTRIBUTION SYSTEM

002 139 PATERSON WAY Y  A

003 86 WOODLAWN ROAD Y  A Y

004 207 WEBSTER SQ RD 2A Y

005 24 OVERHILL 1A

006 30 WILDEM 1A

007 35 WOODBINE CT 1A

008 229 MIDDLETOWN RD 1A

009 588 WORTHINGTON 1A

010 1188 WORTHINGTON 1A

011 154 SUNSET 1A

012 123 WESTVIEW TERR 1A

013 8 PETER PARLEY 1A

014 59 SKYVIEW DR 1A

015 54 BAXTER AVE 2A

016 19 TERRY RD 1A

Page 15Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070031

PWS Name

WORTHINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

2,875

Residential

1,042

Industrial Combined AgriculturalCommercial

Towns Served:                           BERLIN

Service 
Connections

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

9/30/2019DISTRIBUTION SYSTEM OPERATOR - CLASS IIIHELMING, TRAVIS CHIEF OPERATOR

9/30/2019WATER TREATMENT PLANT OPERATOR - CLASS III

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

017 129 MILL ST 2A

018 764 WORTHINGTON 1A

019 1342 FARMINGTON AVE 1A

020 161 MASSARIO DRIVE  A Y

4 GENERIC DISTRIBUTION Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

11111 BERLIN - BAXTER AVENUE

52717 BERLIN - BERLIN TNPK AT 
WOODLAWN

52719 BERLIN - HUMMINGBIRD AT 
LEDGE

52721 BERLIN - MIDDLETOWN ROAD 
AT RENEE

52723 BERLIN - WORTHINGTON RDG 
AT BERLIN TNPK

52725 BERLIN - LOWER LANE

52727 BERLIN - DUNHAM DRIVE

52729 BERLIN - NORTON ROAD

52731 BERLIN - WILDEMERE ROAD

52733 BERLIN - BERLIN TNPK AT 
WOODRUFF CIRCLE

52735 BERLIN - SUNSET AT BERLIN 
TURNPIKE

52737 BERLIN - MASSIARO AT TOWN 
FARM LANE

52739 BERLIN - WORTHINGTON RDG 
AT MILL STREET

52741 BERLIN - MILL STREET AT 
SEYMOUR ROAD

52743 BERLIN - SCARBOROUGH FARE 
AT BERLIN TNPK

Page 16Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0070031

PWS Name

WORTHINGTON FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

2,875

Residential

1,042

Industrial Combined AgriculturalCommercial

Towns Served:                           BERLIN

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

9/30/2020WATER TREATMENT PLANT OPERATOR - CLASS IIBOLTE, LUTZ ASSIGNED OPERATOR

9/30/2020DISTRIBUTION SYSTEM OPERATOR - CLASS II

Contact Role(s): Legal Contact

Job Title

Chairman

Organization

Worthington Fire District

Email Address

wrtn.fire@snet.net

Zip Code

06037

State

CT

City

Berlin

Business Phone

860-828-5630

Fax

860-829-6604

Mobile Phone Emergency Phone

860-205-5772

Extension

    

Mailing Address Line One

1400 Berlin Turnpike

Mailing Address Line Two

Name

Mr. Steven J. Waznia

Contact Role(s): Administrative Contact

Job Title

Superintendent

Organization

Worthington Fire District

Email Address

pagliaruli1@snet.net

Zip Code

06037

State

CT

City

Berlin

Business Phone

860-205-7411

Fax

860-829-6604

Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One

1400 Berlin Turnpike

Mailing Address Line Two

Name

Mr. Joseph F. Pagliaruli

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 17Schedule Generation Date: 4/11/2019

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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